
GENERAL SITE CONDITION/ACCESS

Vehicle Entrance 
and Exit to Site

Adjacent to Hilltop Drive

Parking On street

Sight lighting 
Fixture

None

SAFETY CONSIDERATIONS

General 
Site Safety 
Issues

No issues noted

SITE SECURITY

Facility Fenced  Yes No

Privacy Fence Yes No

Fence Material Steel gate and 
vinyl fence

Height of 
Fence 

6 feet

Method of Securing 
Access Gates 

Chain and 
padlock

Fence 
Topping 

None

Adequate security for 
keeping public off site?

No. Homeless people enter site on occasion for a place to 
sleep

Notes:

Hilltop Pump Station

General Site and Safety Considerations
Wednesday, December 02, 2015
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Site from across Hilltop Drive, looking down to Harbeck Drive

Site from across Hilltop Drive

General Site Photos
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View from below site

Meter vault at station entrance
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Common system pressure tank
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Two stations, clam shell was first
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Initial station
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Backside of site from inside fencing

Station control panels
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Equipment Housing 1 Building Enclosure Other

Condition 1 2 3 4 5

Criticality 1 2 3 4

Serviceability 1 2 3 4

Structural MaterialsFiberglass clam shell

Age Installed 2008

Locking Doors Yes No

Intrusion Alarm Yes No

Dimensions:

Length 6 ft

Width 6 ft

HVAC:

Heat Yes No

Cooling Yes No

Humidity Control Yes No

Fan Yes No

Equipment Housing 2 Building Enclosure Other

Condition 1 2 3 4 5

Criticality 1 2 3 4

Serviceability 1 2 3 4

Structural MaterialsFiberglass housing

Age Installed 2010

Locking Doors Yes No

Intrusion Alarm Yes No

Dimensions:

Length 8 ft

Width 12 ft

HVAC:

Heat Yes No

Cooling Yes No

Humidity Control Yes No

Fan Yes No

Equipment Housing
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Initial station, fiberglass clam shell

Pump control side of station

Equipment Housing Photos
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New, larger fiberglass station housing
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Main access door to new station
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Inside of new, larger fiberglass structure
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Flow Meter Yes No

Condition 1 2 3 4 5

Criticality 1 2 3 4

Serviceability 1 2 3 4

Asset Nos.

Location In vault

Type/Manufacturer Unknown

Age Installed 2010

Vault Yes No N/A

Description Meter vault

Structural MaterialsConcrete with steel hatch

Dimensions 4' x 4' x ~8' deep

Age Installed 2010

Access Hatch Fall Protection Yes No

Access Hatch Lock Yes No

Intrusion Alarm Yes No

Notes:
Meter is inaccurate, likely due to low velocities.

Flow Meter and Vault(s)
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Flow meter vault access hatch

Flow meter on 6" line and 2" line isolation valve

Flow Meter and Vault(s) Photos
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